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CAA-08-2012-0003 and 0004

Tina Artemis to: Greg Bazley, David Schachterle 05/18/2012 08:00 AM

From: Tina Artemis/R8/USEPA/US

To: Greg Bazley/R8/USEPA/US@EPA, David Schachterle/R8/USEPA/US@EPA

History: This message has been replied to and forwarded.

Payment has been received in full. Please let me know when this will close after the reports are received 

and approved by EPA.

Thank you

Paralegal/Regional Hearing Clerk 
U.S. EPA - Region 8 
1595 Wynkoop Street 
Denver, CO 80202-1129 
303-312-6765 - Telephone 
303-312-6859- Fax

• • 
CAA-08-2012-0003 and 0004 
Tina Artemis to: Greg Bazley, David Schachterle 05/18/2012 08:00 AM 

From: Tina Artemis/R8/USEPA/US 

To: Greg Bazley/R8/USEPA/US@EPA, David Schachterle/R8/USEPA/US@EPA 

History: This message has been replied to and forwarded. 

Payment has been received in full. Please let me know when this will close after the reports are received 
and approved by EPA. 

Thank you 

~~ 
Paralegal/Regional Hearing Clerk 
U.S. EPA- Region 8 
1595 Wynkoop Street 
Denver, CO 80202-1129 
303-312-6765 - Telephone 
303-312-6859 - Fax 



Xcel Energy '

1800 Larimer Street 

Denver, Colorado 80202-1414
RESPONSIBLE BY NATURE™

June 20, 2012

Greg Bazley

8ENF-AT

U.S. EPA Region 8

1595 Wynkoop Street

^cCEivED

JUN 2 0208

SCEJ-TEP
Denver. CO 80202-1129

Re: Certification of Compliance for the Baxter Compressor Station

Docket No.: CAA-08-2012-004

Dear Mr. Bazley:

Enclosed is the Certification of Compliance for the Combined Complaint and Consent Agreement (CCCA) 

for the Public Service Company of Colorado (PSCo) Baxter Compressor Station. Please contact Gary 

Magno of our Environmental Policy and Services staff, at (303) 294-2177, if you have any questions 

regarding this certification of compliance.

Sincerely,

Cheryl F. Campbell

Larry Gierhart 

Gary Magno 

Victor Quinonez

fl Xcel Energy 
RESPONSIBLE BY NATURE 

Greg Bazley 
8E - T 
U. . PA Region 8 
1595 Wynkoop rreet 
Denver, CO 80202-1129 

• 

Re: ertification of Compliance for the Baxter Compressor Station 
Docket o. : CAA-08-2012-004 

Dear r. Bazley: 

• 
1800 Larimer Street 
Denver, Colorado 80202-1414 

June 20, 2012 

Enclo ed i the ertification of Compliance for th ombined Complaint and Consent Agreement (CCCA) 
for the Public ervice Company of Colorado (P o) Baxter Compressor Station. Plea e contact Gary 
Magno of our En ironmental Policy and ervice staff, at (303) 294-2177, if u have any questions 
regarding this certification of compliance. 

incerely, 

cc: 
Attachment : A tated 
Larry G ierhar1 
Gary Magno 
Victor Quinonez 



BAXTER COMPRESSOR STATION 

CERTIFICATION OF COMPLIANCE

As required by COMBINED COMPLAINT AND CONSENT AGREEMENT, Docket No.: CAA-08- 

2012-0004, this document certifies that Public Service Company of Colorado (PSCo) has completed the 

following items at the Baxter Compressor Station:

a. “the hoses without equipment specifications used to transfer regulated substances have been removed 

from the Facility; and,”

The hoses were removed from the facility during the first week of May 2011. All loading since 

that time has been performed using the truck driver’s hoses.

b. “the shell thickness information is documented and available at the Facility for the Maloney-Crawford 

storage tank.”

The shell thickness was determined during a tank inspection on July 11, 2011. The results of the 

API 510 inspection are on file at the facility. A summary of the testing inspection is attached.

24. The Certification of Compliance shall contain the date, printed name, and signature of a PSCo officer, 

as well as the following statement:

/ certify that I am authorized to verify the completion of work on behalf of Public Service Company of 

Colorado. I certify, under penalty of perjury that the foregoing is true and correct. 1 am aware that there 

are significant penalties for submitting false information, including the possibility offine and 

imprisonment.

Name of PSCo Officer: Cheryl F. Campbell

Signature:

Title: Vice President, Gas Engineering and Operations

Date Signed: (*t. (|

\ . 

"· • • BAXTER COMPRESSOR STATION 
CERTIFICATION OF COMPLIANCE 

As required by COMBINED COMPLAINT AND CONSENT AGREE:ME T, Docket No.: CAA-08-
2012-0004, this document certifies that Public Service Company of Colorado (PSCo) has completed the 
following items at the Baxter Compressor Station: 

a. "the hoses without equipment specifications used to transfer regulated substances have been removed 
from the Facility; and," 

The hoses were removed from the facility during the first week of May 2011. All loading since 
that time has been performed using the truck driver's hoses. 

b. 'the shell thickness information is documented and available at the Facility for the Maloney-Crawford 
storage tank." 

The shell thickness was determined during a tank inspection on July 11, 2011. The results of the 
API 510 inspection are on file at the facility. A summary of the testing inspection is attached. 

24. The Certification of Compliance shall contain the date, printed name, and signature of a PSCo officer, 
as well as the following statement: 

I certify that I am authorized to verify the completion of work on behalf of Public Service Company of 
Colorado. I certify, under penalty of perjury that the .foregoing is true and correct. I am aware that there 
are significant penalties for submitting false information, including the possibility of fine and 
imprisonment. 

Signature: 

Title: 

Date Signed: 



Baxter Compressor Station Tank Testing

Summary
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Baxter Compressor Station Tank Testing 
Summary 
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W Xcel Energy

Metal & Materials Resources North
Nondestructive Examination Report

From: Michael T. Christensen Date: 07-11-11

To: Quinn Kilty Plant location: Baxter, CO

Subject:
API 510 formal external inspection of vessel TK-351 located in Baxter, Co.

Purpose and scope:
The purpose of this inspection was to evaluate the suitability for continued service of the vessel, make 
repair recommendations where needed and to satisfy jurisdictional requirements. The scope of this 
inspection was limited to an external examination in accordance with API 510; “Pressure Vessel 
Inspection code". The shell, heads, foundation, appurtenances and auxiliary equipment were examined 
visually along with a UT thickness survey of the heads and shell. UT thickness measurements were 
collected and recorded and used for corrosion rate and remaining life calculations in accordance with the 
applicable codes and standards.

Method:
Ultrasound:
Visual:

Equipment Used:
Ultrasound:
Visual:

Examiner(s):
Authorized Inspector:

Results:
On June 29, 2011, Xcel Energy's Metals and Materials Resources Department conducted an API 510 
pressure vessel inspection on vessel TK-351 located in Baxter, CO. The vessel is 6' in diameter by 20’ 
long with a rated maximum allowable working pressure of 30 psi at 100° F. Minimal construction and 
design documentation was available for the evaluation of the operating integrity of this vessel; therefore, 
the requirements in API 510, 7.7 were used to assist in the evaluation of this vessel.

The following information was derived based on UT thickness measurements obtained during the 
inspection, data from the vessel name plate and the guidelines described in API 510, 7.7.

See attached UT Test Calibration Data Sheet 
API 510 “Pressure Vessel Inspection Code”

See attached UT Test Calibration Data Sheet 
Flashlight, camera and machinist scale

Michael A. Kerr - Xcel Energy
Michael T. Christensen - Xcel Energy (api 510 #21767)

Nominal wall Required t Actual Min. t Max. Corrosion Rate Remaining Life

Shell 0.1875” 0.122” 0.193” 0.000120 in/yr 594 yrs
Head (A) 0.250” 0.122" 0.253” 0.000065 in/yr 2009 yrs
Head(B) 0.250" 0.122” 0.260" 0.000217 in/yr 635 yrs

The following items were identified during the inspection:

• Containment berm appears to be intact; however, shoring required in some locations.

Page 1 of 2
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(! Xcel Energy· 

Nondestructive Examination Report 
Metal & Materials Resources North 

From: Michael T. Christensen 

To: Quinn Kilty 

Date: 07-11-11 

Plant location: Baxter, CO 

Subject: 
API 510 formal external inspection of vessel TK-351 located in Baxter, Co. 

Purpose and scope: 
The purpose of this inspection was to evaluate the suitability for continued service of the vessel, make 
repair recommendations where needed and to satisfy jurisdictional requirements. The scope of this 
inspection was limited to an external examination in accordance with API 510; "Pressure Vessel 
Inspection code". The shell, heads, foundation, appurtenances and auxiliary equipment were examined 
visually along with a UT thickness survey of the heads and shell. UT thickness measurements were 
collected and recorded and used for corrosion rate and remaining life calculations in accordance with the 
applicable codes and standards. 

Method: 
Ultrasound: 
Visual: 

Equipment Used: 
Ultrasound: 
Visual: 

Examiner(s): 
Authorized Inspector: 

Results: 

See attached UT Test Calibration Data Sheet 
API 510 "Pressure Vessel Inspection Code" 

See attached UT Test Calibration Data Sheet 
Flashlight, camera and machinist scale 

Michael A. Kerr - Xcel Energy 
Michael T. Christensen - Xcel Energy (API s10 #21767) 

On June 29, 2011, Xcel Energy's Metals and Materials Resources Department conducted an API 51 O 
pressure vessel inspection on vessel TK-351 located in Baxter, CO. The vessel is 6' in diameter by 20' 
long with a rated maximum allowable working pressure of 30 psi at 100° F. Minimal construction and 
design documentation was available for the evaluation of the operating integrity of this vessel; therefore, 
the requirements in API 510, 7.7 were used to assist in the evaluation of this vessel. 

The following information was derived based on UT thickness measurements obtained during the 
inspection, data from the vessel name plate and the guidelines described in API 510, 7.7. 

Shell 
Head (A) 
Head B 

Nominal wall 
0.1875" 
0.250" 
0.250" 

Re uired t 
0.122· 
0.122· 
0.122· 

Actual Min. t 
0.193" 
0.253" 
0.260" 

The following items were identified during the inspection: 

Max. Corrosion Rate 
0.000120 in/yr 
0.000065 in/yr 
0.000217 in/ r 

Remainin Life 
594 yrs 

2009 yrs 
635 rs 

• Containment berm appears to be intact; however, shoring required in some locations. 

Page 1 of 2 
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Based on the information supplied by the Examiner, API 510 and the Boiler and Pressure Vessel Code, 
this vessel is suitable for continued use storing its liquefied petroleum product.

Recommendations:
The following items identified during the inspection should be reviewed, evaluated and implemented (or a 
decision made by a responsible representative to take no further action).

■ Perform an external API 510 inspection within 10 years (06-29-2021) per the recommended 
intervals specified in API 510, 6.6.2

* Address shoring issues of berm to ensure integrity in case of vessel failure.

Comments:
If you have any questions or concerns regarding this report feel free to contact me at 612-630-4221.

Prepared by:_____Yfkckad, 3.__

Michael T. Christensen 
NDE level II UT Limited

NDE level III MT, PT, RT and VT
API 510, 570,653 and CWI

Page 2 of 2

• • 
Based on the information supplied by the Examiner, API 510 and the Boiler and Pressure Vessel Code, 
this vessel is suitable for continued use storing its liquefied petroleum product. 

Recommendations: 
The following items identified during the inspection should be reviewed, evaluated and implemented (or a 
decision made by a responsible representative to take no further action). 

• Perform an external API 510 inspection within 10 years (06-29-2021) per the recommended 
intervals specified in API 510, 6.6.2 

• Address shoring issues of berm to ensure integrity in case of vessel failure. 

Comments: 
If you have any questions or concerns regarding this report feel free to contact me at 612-630-4221. 

Prepared by:. _ __,_rT1.i.cl,.a4.L.l<>e·~"""'--':J"'-. .__C .... ~~-""""'LJ6>5~ 
Michael T. Christensen 
NOE level II UT Limited 

NOE level Ill MT, PT, RT and VT 
API 510, 570, 653 and CWI 
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l! NI 'll'. I.) S' r at ES EN VIRO N \l K NTA L I' ROT EOT I ON ‘A OENUY

RECMON 8
1595 WYNKOOI* STREET 
DENVER, CO 80202-1 I 29 

Phone 800-227-8917 
hup://w\nv.c|):i.“i»v/t‘cgion08

DOCKE T NO.: CAA-08-2012-0004

IN THE MATTER OT:

PUBLIC SERVICE CO., OF COLORADO 

(BAXTER COM PRESSOR STATION) 

1800 I,unmet' Street, Suite 1400 

Denver. Colorado 8(3202

RESPONDENT

I
)

FINAL ORDER

)

)
)

5

Pursuant to 40 C’T.R. £22.13( h) and 22.18(b)(2) and (3). o! UP As Consolidated Rules ol 

Practice. the Consent Agreement resolving this mailer is herein approved and incorporated In 

reference into this Final Order. The Respondent is herein ORDERED to comph with all of the 

terms ufthe Consent Agreement. elTceihc immediately upon receipt In Respondents ofthis 

Consent Agreement and Final Order.

SO ORDER ED THIS 7-n £—* I

c.
DAY OF 2012.

Regional .Indicia! Officer

• • 
'II\ , , ,5 .,. ,.. .,., -,. .. ~ 

llNl'rEI.J :-:Tt\TES E!\'VIH.O:'/,•IENTAI.. l'RCH'ECTION•A~;cri\'1t1Y h.~ 

RECION 8 
1595 WYNKOOP STREET 
l>ENVCR, CO 80202-1129 

Phi1111: 800-227-89 I 7 
h I tp://www.t·pa.g.ov/r(;gion08 

DOCKKr NO.: CAA-08-2012-000~ 

IN Tl-11-. fVlt\TTER UF: 

PUBLIC SEl{VICE CO., OF C()LORJ\DO 
( BA.XTEH COM PRESS<)U STATl(>N) 
I t-:00 l.arim;.;r S1rcl:i. Suite 1400 
Lk11, er. Cuk1J',t..lo }:{)Jf12 

RESPOi'i.DENT 

FIN;\ L Ol~l>EI~ 

.,. 

r.:!~·rrnc\.· inni ibis Fin;d Onk:r. ·11w lfr~p1H1dl·111 i:: lwri.:h~ OIH>EIU:f> tu corn pl:- \vith :!II 11!' thi: 

1t .. :rn15 ufihi: (\mst.'1111\g.r..::r111t:nt. et"t:.:.;Li\~: iinrn1..·di,ady up(,111 f('Gi.:ip1 h) Rt:-po11dcn1.s oi'ihi:--

C 1)n:,cnl Agrccnwnl and Finni Or~k:r. 

SO ORDERKD THIS Ll 7-L. DAY OF \\~vr.:.=··...,.~-----~ 2012. 



UNITED STATICS
ENVI RONMF.NTAI. PROTECTION AGENCY 

REGION 8

7ni?RAf? 27 ^ G 
-1 »

IN THlfMATTivR OK: )

)

Public- Service Company of Colorado )

(Baxter Compressor Station) )

1800 Larimer Street. Suite 1400 )

Denver. Colorado 80202 }

I

Respondent )

___  )

COMBINED COMPLAINT AND 
CONSENT AGREEMENT

DOCKET NO.: CAA-08-201.2-0004

1. This civil administrative enforcement action is issued to Public Sen ice Company ol 

Colorado (I’SCo or Respondent) pursuant to § I 13(a)(3)(B) of the Clean Air Act t'CAA),

42 IJ.S.C. § 7413(a)(3)(B). for alleged violations oflhe implementing regulations associated with 

the "Prevention of Accidental Releases” requirements of42 IJ.S.C. § 7412(r) (CAA § l I2(t)(7)). 

This proceeding is subject to EPA's Consolidated Rule, of Practice Uovarmng the Administrative 

Assessment of Civil P and lies and the Revocation or Suspension of Permits (Rules of Practice).

40 C.F.R. part 22.

2. The undersigned EPA officials have been properly delegated the authority to issue this

3. Respondent is « domestic corporation organized under the laws of Colorado.-

4. 40 C.F.R. § 22.13(b) provides that where the parties agree to settle one or more causes of 

action before the tiling of a complaint, an ndministrative action may be commenced and 

concluded si.multiitieou.sly by die issuance of a Combined Complaint and Consent Agreement

(C'CCA).

• -
l'NlTED STATES 

ENVlRONi'vrENTAL PHOTECTION ACF:NCY 
HE<;H>N 8 

IN THE MAITER OF: 

Public Servic~ CcHnpuny .,)f Colorado 
(Bn~1cr Comprt\ssor Station) 
1800 Larimer Street. Suitt 1400 
lknvi:r, Colorncln S02!)2 

Rcspnncknl 

COMBINl~I) COi\'IPLAINT AND 
CONSENT .-\(;REEMftNT 

DOCKET NO.: CAA-08-201.2.-0004 

I. l"hi~ civil :idministrnti\'c (•nforcc:1nent action i:-: i~Stli.:'d to Publk S1.·n icl.' t'rnnp~111~· Pl 

(\1lon.1do (PSCo (Jr R1.'.Spo11dent) pursua111 tn § 1 l 3(a)(3"!(13) ur the.: Clean 1\ir Act (C;\A). 

,12 U.S.C. § 74 J.;(a)(J)(n). lbr nllegcd viol:1tio11s or lh-: i111pkmcnti11g r~gula1icms as:-;uciated w-ith 

the ··11n:·ve111i@ ot" A~cick:ntal Rekust:s" requirL'll11.'ntS uf42 U.S.C. § 7412(.r) (Ct\!\* l I 2u)i7)). 

This prncel·di!lg is subjc~t to EPA ·s Consolldmed N.11/e. 1f Proc:tin• {.Joi:ernin,'< thu :ldminisfl'(.tllve 

As.l"t:·ss111e111 <~FC'il'il l''t:nafries mtd the Revocmirm t,r S11.~;.1em·irm ,~( l'ermirs tR11lt:s (1f Practic:c). 

40 C.F.R. part 22. 

1 lh.c undersigned EPA ntlieials have been pr()pcrly deleg,1kd the nuthority to issue thi:-; 

-1. ..JO C.F.R. ~ :~2.l}(b) providi;:s thut Whi::rc the p:1rli~~s agree tu 5t:llk Olll: l'.11' mort• c~n1scs nl' 

a-:1in11 before th~- liling nf a t.:limpl:ii111, an admi11istr:.1tivc a(·tinn m::iy be c1,111m(:nccd and 

1CCt'A). 

-:-~ 
I 



'Hie panics agree that the sealing of this action without the filing of a complaint or the

adjudication of any issue of fact or law is in their interest and in ihe public interest.

6. Respondent consents to the terms of this CCC.7Y including the assessment of the civil 

penally specified below.

JURISDICTION AND WA1 VRK OF RIGHT TO TlliAKINRi

7. Respondent admits the jurisdictional allegations in this CCOA and neither admits nor 

denies all remaining allegations herein.

8. Respondent waives its right to a hearing before any tribunal to contest any issues of law 

or fact set forth in this Ct'C'A.

STATUTORY AND RlRiULATt)RV FRAMI-WORK •

9. Section ! i 2 (r}{7) of the C'AA. 42 I l.S.C. § 7412(f)(7). authorizes the Administrator to 

promulgate regulations regarding the prevention and detection of accidental releases ol 

designated chemicals. .Section 112{r)(7)(R) of the CAA- 42 U.S.C”. § 7412(fH7)< B)» requires the 

Administrator to promulgate regulations requiring the owners or operators of .stationary sources 

where a regulated substance is present above a threshold quantity to prepare a risk management 

plan to prevent or minimize risks of accidental releases of those designated substances. The 

regulations promulgated bv UP.A pursuant to CAA § 1I2(r)(7). are set forth in 40 CF.R. part 68.

10. Untier 40 C.F.R. 68.3, the following definitions apply:

a. ''Stationary source" means ' any buildings, structures, equipment, installations; or 

substance emiUing stationary activities which belong to the same industrial group 

which are located on one or more contiguous properties, which are under the control 

ofthc same person (or persons under common control) and from which tin accidental 

release may occur".

i

• • 
udjudication oi' any issue of foct t~r law is i11 tfo.:ir inti.:rcst and in tJ1e public intt.:n:st. 

6. Rcspondtnl cnnscnls to Lhe terms of this CCC;\ indu<ling thl, m:st.:ssml:.'nt or the civil 

pt.•n:1lly spcc-ilied bdow. 

JUZ.l~l)IJ'TtON ,:\ND W(\IVL\h'. QJ: Rl(il IT TO 111'.:ARINC i 

7. Rt.:spomknt mlmits th~ j11risdictit1m1l alle-gmi,.,n:-i in this CCC':\ 1111d 1H:itlitr ud111i1s nor 

dcnic,~ all remaining nlkgaiions hl:rcin. 

S. Resp(>ndcnt wniv(•~<:: its l'ight to ,1 hc:'1t'ing before any tribunal 10 contrsi any issues or h1w 

or fhd ~i.:t fr,rth in thi~ CCC.:\. 

{) 

promulgnk rcgul:ttiuns n:gnrding the prevent kin f111d detcc1ion ()j. aci:idcnltll r,·h::,iscs or 

dcsignai1,;d chcmit::il::L St.·clion l l 2(r)(7l(B) of th..: C.i\1\. !l2 U,S.C. * 74 l".:(r)( 7H B). requires tlu.· 

;\dministr::ilt1r 10 rm:imulg,m1.: regulations rl:qltiring the owm:rs or np1.:r;1tors 01· sl:Hionnry somccs 

whet\'. ii rcgnl,H<·.d ;.;ubisHtnl'.I.! i:-; prcscni nbov~ :i thr~:t-h\lld qunntity 10 r11·cp;m· u risk mnnagcmc111 

rcgubtions promulgtm:d b~1 EPA pursuant to C1\1\ * 11 ](r}(1), ~m: set t\>rth in ,HJ C.F.R. p:1rt (18. 

I 0. Under 40 C.F.R. § GS.3, rh,~ fotlowin~ dclinitions itpply: 

a. '·Stationary sourcu·· mc,ms '\mybuildint;.s. s1ruc1urc~. equipment, insiatl:uions or 

subslalli;.:l: 1.:miiti11g "lalion;1ry uctivi1i1.:$ whid, hdong. to the :,a,n,;,• imllistrial gruup 

., 

·j 
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b. "Regulated substance" means "any substance listed pursuant to section I 12(r)(3) of 

the Clean Air Act as amended in § 68.130”. 'ntrcsholci .quantities Tor the regulated

substances are included in § 68.130.

I I. Section 302(e) of the CAA. 42 U.S.C. § 7602(e). defines the term "person” to include in 

relevant part, an individual, corporation, or partnership.

12. Respondent is a person, and thus subject to regulation under CAA § I I2(r).

13. Pursuant to CAA § I I2(r)(7) the owner or operator of a stationary source at which a 

regulated substance is present in more than a threshold quantity is required to prepare and 

implement a risk management plan (RMP) to detect and prevent or minimize accidental releases 

t if such substances.

specific aujvCia news

14. On April 28. 2011. an authorized representative -of the BP A conducted an inspection of 

the Respondent's facility (Baxter Compressor Station or the Facility), located in Section 3. T8S. 

R.I04W. Garfield County. Colorado, with the consent of the Respondent, to determine 

compliance with CAA § I I2(r)(7) and 40 C.F.R. pari 68 (EPA inspection). During the EPA 

inspection, the EPA representative observed alleged violations of 40 C.F.R. part 68.

15. The alleged violations are described in paragraphs 16-20.

16. 40 C.F.R. § 68.48(a) provides that the owner or operator shall compile and maintain up- 

to-date safety information related in the regulated substances, processes, and equipment, 

including equipment specifications.

a. Equipment specifications were not available Ibr hoses used to transfer:,! regulated 

substance.

• -
b. "RL'g ula1o.:J substance" mt·ans ·'uny sub:Hanc1.· I iskcl punm:1111 to .s~l:tion I i 211')(3) 11 r 

Lhc Cli:a11 Air 1\c:t as ~1mcndccl in§ 68.13()'". Threshold qmin1i1ics for the r,~gubted 

substam::cs me.~ im.:lu1.h;d ins 68.130. 

11. Section 30-:!(;,.·J or the CAA., 42 U.S.C. .~ 760~(c). defines the term ··person'' tn indudt: 111 

telcvam part an individual. corpmation, or pan11ership. 

12. Respondent is a person, nnd 1hus subjtct to rtglllmion under C1\1\ § I I 2(r}. 

13. Pursuant to (';\A * I 12({}(7) the owner o.r optrnl<.ir 01· a stationary source at which a 

n.:gulntcd subst,111-:1.: is pn.:~i:·1n in mon: than a thn::.;hold qua111ity i.s rcquirc:d 10 prepare and 

implenH:nl a risk nmrn1gcm1;11t pion (RivlP) 10 dckm :md prt.·vcnt r•r minirnizi.: ac~i,h:mal rekast·s 

ti r ~uch ;;ubsl~ll1i.'i.'~. 

SPECIFIC 1\Ll__X(i,.\ l'ION~ 

14. On /\pril 28, :w I I. an amhorizcd repr1.·st·nwtivc 11i' 1'1e EP 1\ comhh.il..:d an inspl'ction 01· 

the Rcspondcn1\s focility (Baxter Compn:ssor Station m th~ Facility). locatt:d in Section 3, T8S. 

IU 04 W. Garfiold CNmty. Colorado, with the tonsent or the: Rt.spondcm. to Jctt.ormine 

cu11ipli,111c.:,·. wi1h C1\.:\ * I I 2(r)(7) and '-10 C.FJZ. part 68 (EPA im;pcctic,n). Dw'ing thi.'. t-:PA 

inspl'.ction. the El'/\ rr.:prcsentntivc observe.cl alleged violations of 4!J C.F.R. pHrt 68. 

15. The ~dkgcd vi(ih1tions urc described in p:iragr:iphs 16•20. 

16. -10 C.F.R. § 68AS(a) provides thm lh<.' owner nr optwtor shall 1.:0111pik: ;ind 1m1int::tin ur-

1(1-cltnc s::ifcty infr,nm11ion related i0 the regul:i1cd :,;\tb::;1ances. processes. and ,·quipmcmt. 

including cquip1mmt spcl'ili('.Olions. 

,, 
.) 

.-~, 
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b. Equipment specifications were incomplete tor one storage tank containing a 

regulated substance. The Maloncy-Crawibrd storage.tank .had pressure rating 

information, but did not have shell thickness information available at the Facility.

17. 40 C.F.R. § 68.52(bK?) provides that facility operating procedures shall address 

Consequences of deviations and steps required to correct or avoid deviations.

a. Operating procedures in the Facility's RMP did not address the consequences of 

deviation mid steps required to correct or avoid deviations.

18, 40 C.F.R. § 68.52(b)(8) provides that operating procedures shall address equipment 

inspections.

a. Operating procedures in the Facility's RMP did not reference the combination of 

v a checklist and station log sheets that the Facility uses n> govern equipment 

inspections and documentation.

19. 40 C.F.R. § 68.56(a) provides that the owner or operator shall prepare and implement

procedures to maintain the on-going mechanical integrity oi the process equipment.

a. Maintenance procedures state that the condensate system has been maintained in 

accordance with the American Petroleum Institute (AIM) smodards. At the lime of 

the HP A inspection. API standards had not been followed lor on-going 

mechanical integrity of the condensate system.

20. 40 C.F.R. § 68.56(d) provides that the owner or operator shall perform or Cause to be

performed inspections -and tests oh process equipment. Inspection and testing procedures shall 

follow recognized and generally accepted good engineering practices. The frequency oi 

inspections and tests of process equipment shall be consistent with applicable manufacturers’

4

• • 
b. Equipment spccific:mions wc:n: incumpli.'.t.: for one storngt· ltmk containing a 

regulated :substance. The Malont:y-Crawii:ml st(1rng(:.tfl11k lwd pressure rnting 

infn1W1icilit'111. but did nut hnvc shell ihick11ess infr>rtn'11iun availabic m thl'. Faciliiy. 

17. -10 C.F.R. ~ 68.:i}(bl(7') pmvidt·s 1ha1 !'nc-ility opc,raiing proccdurt•s shull addrc:si. 

;1. Op('.rn1i11t!. procedures in the: Fatiliiy's RiV!P did nt'H ,1ddrl'ss ilk u,nsequenc:c:s or 

deviation mid Sil~ps required 1(1 corri:cl or avoid cleviMion:-:. 

18. .:JO C.F.R. * 68.52(b)(S) provides that optruling procedures slrnll Jddn:ss cquip111c111 

iilspcc1fo1is. 

a. Opcr:ning procedurts i11 the ftnciliry' s Riv!P did noi rcfi.1rcnc\.: 1he l'.Ombinn1ic1n or 

19. -W C.F.R § 68.5(,(n) provides thm the owner ur npl·r,Hor ::lwil pn.~parc and impkmi:ni 

2!l. 4{) C.F.R. § 68.56(d) provides that thi.' Qwni.'r or operator ~hall pcrfr,,rm or tuuse lo be 

pt.'.rfnrimxl in::;pc:diont:: ~111d tests 01i pn'.ltt.·ss cquip111('111. Inspection and H:s1i11g proc0..lu1•t:s shall 

inspi.'ctions and tt:sls of' prtH.:l'sS equipment shol! b~ 1.:r111;-;ist::.·111 \\ i1h Hpplic:tbk m:mufociur(:r~· 

I 
·1 



recomuie.ndut.ion:>. industry standards or codes, good engineering practices ami prior operating 

experience.

a. At the time of Cite EPA inspection, inspections and tests had not been performed 

on two storage tanks in accordance, with applicable industry standards.

b. At the. time of the EPA inspection, inspections and tests bad not been performed 

on interconnected process piping containing a regulated substance in accordance 

with applicable industry standards.

PENALTY

21. This COCA, upon incorporation into a final order, applies to and is binding upon EPA. 

Respondent, and Respondent's heirs, successors or assigns. Any change in ownership 01 

corporate status of Respondent, including, but not limited to. any transfer of assets or real or 

personal properly, shall not alter Respondent's responsibilities under this agreement. This CCC’A 

contains all terms of the settlement, agreed to by the parties. Attachment A (Collection 

In formation) provides -terms for payment including the assessment of iocs and interest charges 

for kite payments. Respondent consents and agrees to pay a civil penalty in the amount of 

fifty thousand dollars ($50,000).

CERTIFICATION OF COMPLIANCE

22. As of May 11.2011. the Baxter Compressor Station registered as a Program Level I 

facility under CAA § 112(f)(7).

23. On or before ninety days afier the date ofllte Pinal Order approving ibis ('CCA, PSCo 

will submit to EPA a Certification of Compliance, establishing Baxter Compressor Station's 

completion of the items described in subparagraphs a. and b. below. In the Certification of 

Compliance Respondent shall demonstrate that:

• • 
rt:'.com111l'nt!at.itm:-:. indus1r~• starn.lard~ or cod0s. good l'ngi11ccring prac!il'.t.·s :ind prior operating 

ex peri enct. 

a. Al the time of (he EP i\ inspc1.:tion, i11specti(111s and tests had not hcl'll per l'onm:d 

on two sttmtge tanks in accordanct~ ,viih appl ic.ablc industry standards. 

b. At the time or the El'/\ inspection. inspections and ttsts had 1~ot been perfo1111ecl 

on intcrconnec:1ed process piping cont:1i11ing a rcguln1ed substance in ,1ccorda11ce 

with ~tpplirabk ind11s1ry ,;l:rndanls. 

P[NALTY 

21. Thi::; CCC:\. upr1n ini.:t,rporntion into a liiml urdcr, applks ro and is bindi11g upoi1 EP/\. 

Rt:"{poncknL and Rcspl)11dc111's heirs. succ.e$sor;; or nssig,n$ . .t\ny <:hc111g.c· in n,.vncr:;hip 01 

L:ni·pNate slut us ul' Rc;:;pnndrn1. including, but not limited t11. :111y tninsk'.r tJl' asscts or n::::d or 

pc;rsunnl propcrty. shall 111)t alter [.:.U::;pondont's rcr,ponsibili1ics umk:r Lili::; agn.:c111l'.J1l. This CCCI\ 

cont~ins all 1crms or 1hc sc1tk111cn1 <,greed 10 by liK· parliL'.S. /\Llach1m:n1 .'\ {(\1llc.:c1inn 

lnfonnntion) provides h:nns for p:.1ymc111 im:ludi11g th1..: asscssn)ctll of lees and in1crcs1 th:u:ge;; 

for lulc pay,m:nls. Rcspond~111 consents and ,1gn:.cs to pay ,1 l'ivil pon~lty in the anwunl of 

fifty tlwusi111d dollan; ($50,000). 

CERTIFIC:t\TION OF CUivlPLJANCE 

:r::. 1\s oi' May I l, 201 L lhc l3axtcr Compressor St,11io11 registered ;1s a Program Ll'.Vel 

li1(·.ili1y undaC/\!\ * 112{r)(7). 

23. On or hc-l"orc ninety cla~,s afk.r the dak n!" the Fi.nal Order ;.ipprnving ihis CCC!\, PSCo 

will submit lo EP/\ a Ccrtilic::itinn oCCornpliancc, t\Stablishing B:ixk-.r Cn111prt.·.ss('1r Siati.cm'li 

~nrnplctillll nr th1..: ite111s dcsc.:ribed in subpal'agraphs n. :ind b. bi:low. In th(·. Cc.:rli l'ic~11ion c.d' 

( '01npliann: Respondent shall dcmon::;trnll' that: 

5 



a. the hoses without •equipment spfcc-i i'ications- used to transfer regulated .substances 

have been removed from the Facility; and.

b. ihe shell thickness information is documented and available at the Facility for the 

Maloney-Crnwfurd storage tank.

24. The Certification of Compliance shall contain the date, printed name, and signature of a

PSCo officer, as well as the following statement:

J certify that 1 am authorized to verify the completion {f work on hrhnifof Public 

Service Company of Colorado', I certify under penalty of perjury that ihe 

foregoing is true and correct, / am aware that there are significant penalties jar 

submitting j'oise information, including the possibility of Jim and imprisonment.

25. The Certification of Compliance will he mailed or emailed to Greg Baxley at the 

following address:

2b. Nothing in this CCCA shall relieve Respondent of the duty to comply with ihe CAA MO 

its implementing regulations.

27, I'-ailure- of Respondent to comply with any terms of this CCCA shall constitute a breach 

and may result in referral of the matter to the U.S. .Department of Justice.for enforcement of this 

agreement and such other relief as may be appropriate.

28. Nothing in the CCCA shall be construed as a waiver by the United Slates of its authority 

to seek costs or any appropriate penally associated with any action instituted as a result of 

Respondent's failure to perform pursuant to the terms of this CCCA.

Greg Baxley. 8ENF-AT 
U.s7 IT PA Region 8 

I 595 Wvnkoop Street 

Denver. CO 80202-1129 

E-mail: baT'ley.grcg(foepa.gov

OTHER TERMS

6

• • 
a. lhc.: hoses without•cquiprnent spccilications·used l(> trnnsl'er rc.gubted.subsianccs 

have been removed from the Facility; and. 

h. th-.~ shell 1hickncss infonnalitin is docum(•,rned and u,•ailahk at Ow Faei!it:,' li.1r th~· 

24. The Ccni (ic.:ation of C:omplim1cc :;hall contain tht· date. print,·cl nMnc. :mcl signature of t1 

PSCo olfa:cr. ~is well as the following sJate1ne11t: 

I t:crt[/jl /bat I am 011/)11.wi.;i'i/ /O vfrffi: 1/il: CUJJJp/efjr._:m el work on ht•lmfFt~j' !'11hlit.'. 
Servirn Co1i1pw1y lf Colorodo; I cer1{[1, under r1e1wliy 1?( pe1:f111y thm //,e 
j.:m:going, is true ond cm·rcu, I a111 aware thil! there on• sign{!ical/i penui1iesj<.II' 
.,·11hmillin_',!,jitlse i11fi.1n11miu11. inclwlilfg the possihili1y ,{line um/ i11111ri.,·0111w•111, 

}S. The Ccnification cd'Compliam:t will be nwited or enwilt,d to (irc-g t~azley ,11 tilt~ 

li:,ilowing address: 

Greg lfazh.:y, f:ENf-;\T 
lJ.S. 1:P/\ RL"gion 8 
1595 Wynkoop Street 
Denver. ('() 802.02-1 129 
E-mail: bazlcy.grcg(cijcpa.g()v 

its in';plcinentlng n.:gulntiC>ns. 

27. Failure. ti!' Respondent rn c:omp!y with any terms or ihis CCC/\ sbll ~onslitlllC n bre~1d1 

illld may result in re.fcrral oi'thi:, ma!lcr 10 the U.S. Depunmcn1 or .lusJict: fqr en_l<)rcl:1J1cnt or this 

agrcernent :md such other relic!' ns may be appropriate. 

28. Nothin~ in the CCC.I\ shall b::: conslrrn:d as a waiver by the U1'1ill'd Staks tif its authority 

tn seek costs ,,r any :1ppropriale pcnnlty associated with an~' uc.ti<.'>11 ilislitultci us n result or 

R~'.Spondcnl 's faiiuni to pcrf<..-inn pursuant to the terms oi· this CCCA. 



20. The undersigned representative of PSCo certifies dial lie or she is fully authorized io 

enter into and legally hind PSC'o to the- terms and conditions of the CCCA.

30. The parlies agree to submit this CCCA to the Regional Judicial Officer, with a request 

that it be incorporated into it final order.

31. Each party shall bear its own costs and attorney fees in connection with this 

administrative matter.

32. Respondent agrees that the penalty shall never he claimed as a federal or other tax 

deduction or credit.

33. Tiiis CCCA. upon incorporation into a linal order by the Regional Judicial Oliicer and 

full satisfaction by the parties, shall be a complete and full ci vil settlement of she specific 

violations alleged in this C'CCA.

UNITED STATES ENVIRONMENTAL 

PROTECTION AGENCY. REGION 8. 

Office of Enforcement. Compliance, and 

Rnvironmental Justice

Public Service Company of Colorado

7

• • 
}IJ, ThL· umkrsig,ncd r·cprcsentutiVl' of l'SCo ccnilics thal he or shL· is !"ully authorized 10 

cmcr into nnd legally bind PSCo lo the terms and conditinns of" the CCC/\. 

30. Thi.' panics agree to submit this CCC!\ lo thi.: l{cgionul .Judicial O!Tkcr, with a rcqucs1 

that it be incorporntcJ inti) n final order. 

.JI. Each pat1y shall bear its own costs and a1torncy lees in co1m.:c1ion with th1:s 

1..k:d11rtion Qr ;;n.:uit. 

full s,11i::dac1ion by 1he pMtic:s, shnll be a co1npk1c and full civil settlement of !lw speciJi1.: 

vi(1l11tions alleged in thi~ CCCA. 

UNl'nm STArE::S ENVIRONfVll.~NTAL 
PROTl-:CrlON AGENCY. RG(i!ON S. 
urncc 01 EnforccnH::nt. Cwnpii;m1..:c. and 
bwi1·tinn.11.:nt:d Ju.stici: 

/l Cc>mp!ninanl 

,,/,---;><~j .-. ---~ (___----
l3v1 j . .. 

l 
Andre, 1 i •I. Cinydosh 

By: 

1\s~ dill Regional f\dminisuat1,r 
___..(_;;tflic1.: nf Enforccllll'Hl. Co111pli.u1~c und 

1~nviw11mcmal Justin· 

Public Scrvicl' Company oi'Culormlu 
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Attachment A

COLLECTION INFORMATION

Payment shall lx: tine, on or before 30 calendar days after the (late of (lie Final Order 

issued by die Regional Judicial Officer who adopts this agreement If die due dale, falls 

on a weekend or legal Federal holiday, Ihen the due date is the next business day. 

Payments must be received by 11:00 n.ni. Eastern Standard Time to lie considered as 

received that day.

In the event: payment is not. reeoi veil by the specified, due date, i merest accrues from the 

date of die Final Order, not the due date, at a rate established by the Secretary of the 

Treasury pursuant to 31 U.S.C, § 3717, and will conlimie to accrue until payment in full 

is received. (That is. on the 1st late day, 30 days of interest accrues.)

In addition, a handling charge of fifteen dollars ($1.5) shall be assessed the 61st day from 

the date, of the Final Order, and each, subsequent, thirty-ilrty period that the debt, or any 

portion thereof, remains unpaid. In addition, a six percent (6%) per annum penalty shall 

be assessed On any unpaid principal amount if payment is not received within 00 days of 

the due date (that is, the. 1.21st day from the elate the Final Order is signed). Payments 

.arc. first applied to handling charges. 6% penalty interest, and late interest; then any 

balance is .applied to the outstanding principal amount.

The. payment shall be made by remitting a cashier's or certified cheek, including the name 

and docket number of this case, for the amount, payable so "Treasurer, United Suites of 

America," (or be paid by one of the other methods listed below) and sent as-follows:

CHECK PAYMENTS:

US Environmental Protection Agency

Fines and Penalties

Cincinnati Finance Center

PO Box <179077

Si. Louis. MO 63197-9000

WIRE TRANSFERS:

Wi re transfers should be directed to die Federal Reserve Batik of New York

Federal Reserve Bunk of New York 

ABA = 021030004 

Account = 68010727 

SWIFT address = FRNYUS33 

33 Liberty Street 

New York NY 10045

Field Tag-4200 of the Fed wire- message should read “ D 68010727 Environmental 

Protection Agency “

• • 
/\ttuchmcn1 A 

COLLECTION INFORMATION 

P:iymcnt :-:hall be due 011 ur bt:f,.1re 30 calc11dnt' day~ nlir..:r Uh,; d~1t1! ni (Im Final Order 
is:-uc,d by the Regional Judici,:l Officer who adopts this agrecmenL If lhc. due Jate fo!I;; 
on a Wtckcnd or legal Fe(kral holiday. then the, due: d,1t1; is the n(•xt husine .. ~s d<iy. 
Paytnt:.lll--'i 1nusr he received by I l :00 a.m. Eastern S1a11dard Time \0 be con.:-idcrcd ::i:;; 

rc<.idvcd ilrnl dny. 

In :he, twcnt p:iy1110111 is not. rctci Vt:d by 1he spi::cil'icd du0 dato, i 1HCrd.-:L :-t<;c.:rues from the 
dittt: oF rh~-, Final Order, JlOI the due date. at a rate est::iblishccl by the Sccrcittry of the 
Trtrnsury pursuant to 31 U.S.C. * 3717, and will co111i11ue lo at:cnu.: u111il payrm:nt in Full 
i.s 1\·Ccivctl. (That is. nn the 1st late day, 30 dttys ofint1:.r0.~l acc.:rncs.) 

In mldilit1n, a ltamllii1g charge of l'ifieen clnllars ($1.'i) shall bu ::1$Sl:ssed lh~ 6 lsL d}1y from 
t:l1c flak: uf the Final Onkr, n11d e.1(:h subsequunt thiny-dlly p(:r'i(id 1h:·1t tltt: debt, or any 
porilon 1hen.10J', r,:mains unp~1id. fo addirion. a !'!i.~ percent (6%) pl',r annum penalty sh<1ll 
bt: :1~:sc;:::;1::d Oll :my unpaid principai :1111011111 if p:1ymcnt i;; 1101 r.::,;1:ivcd wiil1in 1JO days of 
the. due dnrn (ihat is, the 121.st day from the dnte. the Fin:,I Order is s_ig.ncc.lj. Paymem;-.; 
a.re. first uppl.ied tu h.utdling chargts, 61Ti1 pcoalty i1m:.r,,;SL <'!lld late in1cre:-i: then any 
bttlanc:e is applied to the out~land.ing prihc.:ipat amoum. 

·111e payment shall be made by remitting n cashier's cir cenUicd check, inclmling the name 
and docket. number of this case. ·for the a11101iuL payable w ''Tr.tasuter. Unit~d State.s or 
Anmrica," (t1r bl'; paid by one or Lhe oi:hcr methods listed bciow) ::md sent as follows: 

CHECK PAYMENTS: 

US Environmt:m:tl Prut:cctic•n Agency 
1:incs nnd 1\m.tltics 
Ci11ein1w1i Finance Cemer 
PO Box 1J79077 
St LouL') .. MO 63197-9000 

WIRE TRANSFERS: 

\Vi1·c 1rnnsfets should b::~ directed m the. r'i::der:il f{('..SC:r\'l: Hauk of New Ytwk 

Fcdc1·al RL'.SL'.f'\I\! lhu1k or Nl:W York 
J\13:\ = 021030004 
Acco1111l r.:: 68010727 
S\Vl17 1' nddn;;ss ::z FRNYUS3J 
33 l.ibcny Street 
New York NY 10045 
Fic~ld T.ig 4200 of the Fcuwirc 111css;.igc. should 1·e.ad " D 680 I 0727 Environi,iental 
Pmtcction A,:;cnty '' 

-1 
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Attachment A

OVERNIGHT MAIL:

U.S. Bank

J005 Convention Plaza 

Mail Sluliun SL-MO-C2GL 

St. Louis. MO 63101

Contact: Natalie Pearson 

314-418-4087

ACH (also known as REX or remittance express)

Automated Clciirinuhou.se (ACPI) For receiving US currency

PNC Bank

80$ !7th Slices. NW

Washington, DC 20074

Contact - Jesse White 301-SS7-6548
ABA = 051036706

Transaction Code 22 - cheeking

Environmental Protection Agency

Account 310006

CTX Format

ON LINE PAYMENT:

There is now an On Line Payment Option, available through the Dept, of Treasury. 

This payment option cam he accessed from the information below:

WWW.PAY.GOV

Enter sib i.l in the search iicid

Open Form mid complete required fields.

• 
OVERNIGHT MAIL: 

U.S. B:ink 
J005 Co11vcn1io11 Plaza 
rvlnil Slutiun SL,.MO-C2GL 
St. Louis, 1\![0 63101 

Contact: Natalie Pearson 
J 14-41 X-4087 

ACH (also known as REX or remittance express) 

AutplJl,11(:d Ck:iringlH)ll~t (f\Cfl) J'or n;c:1.:ivi11g US c.;urrenGy 
PNC Btmk 
:::os ! 71h S11vet. NW 
Washington, DC 20074 
Co11t:1c1 -Jcs~c While J01-SS7-6548 
AHA= 05 l 03670fJ 
Transaction Code 22 - checking 
Environmenttil Pn)tcction Agenc.y 
J\C(;Ollll( 3 l()Q()(> 

C:l'X i=orm~ll 

ON LINE PAYMENT: 

• 
All~whmcnt A 

There i.i; now au 011 Lim.: Payment OpLk•n, uvt,ilabk through the Di:pt. ofTrc~1sury. 
Thi~ paymtnt optirm can be ticcessi:d rrorn the: inform:,tion bdnw: · 

\VW\V.PA Y.(,OV 
C:ntcr ~fo l. I 111 thl' ~i::.irch field 

Open form nncl e.on1pku:: required field~. 
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CERTIFICATE OF SERVICE

The undersigned certifies that the original of the attached COMBINED COMPLAINT 

CONSENT AGREEMENT in the matter of PUBLIC SERVICE CO., OF COLORADO 
(BAXTER COMPRESSOR STATION); DOCKET NO.: CAA-08-2012-1)004 was tiled wiih 

the Regional Hearing Clerk on March 27. 2012.

Further, the undersigned certifies that a true and correct copy of the documents were 

delivered to David Rochlin. Senior Enforcement Attorney. U. S. liPA - Region 8. 1 595 

Wynk'oop Street. Denver. CO 80202-1 129. True and correct copies of the aforementioned 

documents were placed in the-United States mail certified/return receipt requested on March 27. 

2012.

Cheryl F. Campbell 

Public Service Co. of Colorado 

1800 Larimer Street, Suite 1400 

Denver, CO 80202

E-mailed to:

Elizabeth Whitsei

U. S. Environmental Protection Agency 

Cincinnati Finance Center 

26 W. Martin Luther King Drive-(MS-0002) 

Cincinnati, Ohio 45268

March 27. 2012 a ■

Tina Artemis

Paralegal/Regional Hearing Clerk

Printed on Recycled Paper

• • 
CE:RTlFICATE OF SERVICE 

The undersigned certifies that the. original of the all,H.:hed COMBINED COMPLAINT 
CONSENT AGREEMENT in thr inaner or PUBLIC SERVI CF, CO., OF COLORADO 
(BAXTER COMPRESSOR STATION); DOCKET NO.: CAA-08-2012-0004 wa::; filed wiih 
the Regional Heuring Clerk on !\·lurch 27. 2012. 

Fun her. the undersigned ceni tics that u true and co1Tcc1 copy or the documents were 
delivered to David Rochlin. Soniqr [nforccmcni Atwrncy. U.S. l~PA - Regi(m 8, l 595 
Wynkoop Street, Denver, CO 80~02- l 129. Trut: and correct copies or the aforementioned 
doCL!Jnenls were 11laced in the. United States mail certified/return rcc~ipt requt·stcd on tvlarch 27, 
2012. 

E-mnilccl to: 

rvlan.:h 27, 2012 

Cheryl F. Campbell 
Public Service Co. of Colorado 
1800 Larimer Street, Suite 1400 
Denver, CO 80202 

l~lizabeth Whitsel 
U. S. Environrn~nlal Protection Ag<:-ncy 
Cincinnati FinancL~ Center 
26 W. Manin Luther King Drivc·(MS-0002) 
Cincinnati, Ohio 45268 

I," •. j · 

Tinn Artemis 

.I 

-~ i' . I 

Paralegal/Regional Hearing Clerk 

© Prin!od on F?ocycled Paper 



'A<. CRO#

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
REGION 8

1595 Wynkoop Street 

DENVER, CO 80202-1129 

Phone 800-227-8917 

http://www.epa.gov/region08

Ref: 8ENF-AT

CERTIFIED MAIL

RETURN RECEIPT REQUESTED

Robert King 

Environmental Analyst 

Xcel Energy

1800 Larimer Street, Suite 1300 

Denver, Colorado 80202-1414

JUN 9 2011

Re: Opportunity to Confer in Xcel Energy —

Baxter Compressor Station

Dear Mr. King:

On April 28, 2011, a Clean Air Act (CAA) 112(r) Risk Management Plan inspection was 

conducted at the Baxter Compressor Station located at Sect. 3, T8S, R104W in Garfield County, 

Colorado. The inspection revealed violations of section 112(r)(7) of the CAA, 42 U.S.C.

§ 7412(r), and regulations promulgated at 40 CFR Part 68. Such violations are subject to an 

enforcement action pursuant to Section 113 of the CAA, 42 U.S.C. § 7413, which provides for 

the assessment of penalties, and/or the initiation of civil judicial action for the collection of 

penalties.

EPA is planning to issue an Administrative Complaint to Xcel Energy based on the 

alleged violations. Prior to the issuance of an Administrative Complaint to your company, EPA 

is, by this letter, giving you an opportunity to present any relevant information in reference to 

these allegations. A worksheet listing the alleged violations follows this correspondence.

EPA hereby requests that you or your representative participate in a discussion to show 

cause why EPA should not institute administrative proceedings to assess penalties or for you to 

otherwise comment or provide additional information. Our discussion will also provide the 

forum to answer any questions you may have regarding the enforcement process and how we can 

proceed to resolve this matter. This meeting will be held on Thursday, July 7, 2011 at 10:00 

a.m. M.S.T. in the EPA Region 8 Conference Center. As an alternative, this meeting can be 

conducted as a conference call.

Please let us know which meeting type you prefer and who will be attending. An agenda 

is enclosed to provide an understanding of the discussion that will take place during the meeting. 

(Be advised that a meeting regarding alleged violations at the Rifle Gas Plant has been scheduled 

for the same date and time. Let us know if it would be preferable to hold a separate discussion 

regarding the findings at the Baxter Compressor Station so that we may plan accordingly.)

i-. • • UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION 8 

Ref: SENF-AT 

CERTIFIED MAIL 

1595 Wynkoop Street 
DENVER, CO 80202-1129 

Phone 800-227-8917 
http://www.epa.gov/region08 

'JUN 9 2D11 

RETURN RECEIPT REQUESTED 

Robert King 
Environmental Analyst 
Xcel Energy 
1800 Larimer Street, Suite 1300 
Denver, Colorado 80202-1414 

Dear Mr. King: 

Re: Opportunity to Confer in Xcel Energy -­
Baxter Compressor Station 

On April 28, 2011, a Clean Air Act (CAA) l l 2(r) Risk Management Plan inspection was 
conducted at the Baxter Compressor Station located at Sect. 3, T8S, Rl04W in Garfield County, 
Colorado. The inspection revealed violations of section 1 l 2(r)(7) of the CAA, 42 U .S.C. 
§ 74 l2(r), and regulations promulgated at 40 CFR Part 68. Such violations are subject to an 
enforcement action pursuant to Section 113 of the CAA, 42 U.S.C. § 7413, which provides for 
the assessment of penalties, and/or the initiation of civil judicial action for the collection of 
penalties. 

EPA is pl.anning to issue an Administrative Complaint to Xcel Energy based on the 
alJeged violations. Prior to the issuance of an Administrative Complaint to your company, EPA 
is, by this letter, giving you an opportunity to present any relevant information in reference to 
these allegations. A worksheet listing the alleged violations follows this correspondence. 

EPA hereby requests that you or your representative participate in a discussion to show 
cause why EPA should not institute administrative proceedings to assess penalties or for you to 
otherwise comment or provide additional infom1ation. Our discussion will also provide the 
forum to answer any questions you may have regarding the enforcement process and how we can 
proceed to resolve this matter. This meeting will be held on Thursday, July 7, 2011 at 10:00 
a.m. M.S.T. in the EPA Region 8 Conference Center. As an alternative, this meeting can be 
conducted as a conference call. 

Please let us knov,1 which meeting type you prefer and who will be attending. An agenda 
is enclosed to provide an understanding of the discussion that will take place during the meeting. 
(Be advised that a meeting regarding alleged violations at the Rifle Gas Plant has been scheduled 
for the same date and time. Let us know if it would be preferable to hold a separate discussion 
regarding the findings at the Baxter Compressor Station so that we may plan accordingly.) 
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Please call David Cobb at 303-312-6592 or email him at cobb.david@epa.gov, regarding who 

will be representing Xcel Energy at this meeting. If the meeting date and time specified above is 

not workable, please contact David as soon as possible to make alternative arrangements.

Sincerely,

V w
llltu

K

Cheryl Aj. Turcotte

Chief, Toxics Enforcement Program

Technical Enforcement Program

2
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will be representing Xcel Energy at this meeting. If the meeting date and time specified above is 
not workable, please contact David as soon as possible to make alternative arrangements. 
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Sincerely, 

J1~~~1i 
Cheryl AJ Turcotte 
Chief, Toxics Enforcement Program 
Technical Enforcement Program 



AGENDA
Enclosure 1

Xcel Energy
Thursday, July 7, 2011 at 10:00 a.m. 

EPA Region 8

The purpose of scheduling the Opportunity to Confer meeting 

The Administrative enforcement process used by EPA 

Addressing any outstanding questions re: the violation(s)

Combined Enforcement Policy for CAA 112(r)(7) and proposed penalties for this case

Possible reductions under Adjustments to the Gravity Component 

(degree of cooperation, compliance, willingness to settle)

Supplemental Environmental Projects (if applicable)

Closure of the meeting
- Follow-up items identified during the discussion

- Time-line for the next steps
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AGENDA 
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• 
Thursday, July 7, 2011 at 10:00 a.m. 

EPA Region 8 

The purpose of scheduling the Opportunity to Confer meeting 

The Administrative enforcement process used by EPA 

Addressing any outstanding questions re: the vjolation(s) 

Enclosure 1 

Combined Enforcement Policy for CAA l 12(r)(7) and proposed penalties for this case 

Possible reductions under Adjustments to the Gravity Component 
(degree of cooperation, compliance, willingness to settle) 

Supplemental Environmental Projects (if applicable) 

Closure of the meeting 
- Follow-up items identified during the discussion 
- Time-line for the next steps 



Directions to EPA Region 8 Conference Center:
Enclosure 2

The meeting will be held in the EPA office which is located at 1595 Wynkoop Street in 

downtown Denver. The office is located just south of Union Station.

Parking: Several parking options are available. The most economical option is the metered 

parking which is offered throughout the downtown area. There is also paid parking in the Union 

Station parking areas.

Once you check in with the receptionist she will notify the appropriate EPA representative of 

your arrival and someone will then meet you in the lobby to direct you to the correct conference 

room.
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Parking: e eral parking options are a ailabl . The most economical option is th metered 
parking which is offi r d throughout the downtown area. There is also paid parking in th nion 

tation parking areas. 

Once you check in with the receptionist she will notify the appropriate EPA repr sentative of 
your arrival and someone will th n meet you in the lobby to direct you to the correct confi r nee 
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Worksheet of Proposed Violations 

Baxter Compressor Station

Enclosure 3

CAA 112(r)7 RMP:

1. Requirement found at Subpart C - Prevention Program - Safety Information

[68.48(a)(4)]: The owner or operator shall compile and maintain the following up-to- 

date safety information related to the regulated substances, processes, and equipment, 

including equipment specifications.

■ Equipment specifications w'ere not available for the hoses used to transport NGLs.

■ Equipment specifications were not available for NGL storage tanks.

Requirement found at Subpart C - Prevention Program - Operating Procedures 

[68.52(b)(7)]: Operating procedures shall address consequences of deviations and 

steps required to correct or avoid deviations.

■ Operating procedures did not address consequences of deviations and steps 

required to correct or avoid deviations.

Requirement found at Subpart C - Prevention Program - Operating Procedures 

[68.52(b)(8)]: Operating procedures shall address equipment inspections.

■ Operating procedures did not address equipment inspections.

4. Requirement found at Subpart C - Prevention Program - Operating Procedures 

[68.52(c)]: The owner or operator shall ensure that the operating procedures are 

updated, if necessary, whenever a major change occurs and prior to start-up of the 

changed process.

■ Operating procedures were not updated when a vapor recovery line was added to 

the covered process.

5. Requirement found at Subpart C - Prevention Program - Maintenance 

[68.56(a)]: T he owner or operator shall prepare and implement procedures to 

maintain the on-going mechanical integrity of the process equipment. The owner or 

operator may use procedures or instructions provided by covered process equipment 

vendors or procedures in Federal or state regulations or industry codes as the basis for 

stationary source maintenance procedures.

■ Written procedures were not available to maintain the on-going integrity of the 

process equipment.

6. Requirement found at Subpart C - Prevention Program - Maintenance 
[68.56(d)]: The owner or operator shall perform or cause to be performed inspections 

and tests on process equipment. Inspection and testing procedures shall follow 

recognized and generally accepted good engineering practices. The frequency of

1
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CAA l 12(r)7 RMP: 
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Worksheet of Proposed Violations 

Baxter Compressor Station 

Enclosure 3 

1. Requirement found at Subpart C - Prevention Program - Safety Information 
[68.48(a)(4)]: The owner or operator shall compile and maintain the following up-to­
date safety information related to the regulated substances, processes, and equipment, 
including equipment specifications . 

. • Equipment specifications were not available for the hoses used to transport NGLs. 
• Equipment specifications were not available for NGL storage tanks. 

2. Requirement found at Subpart C - Prevention Program - Operating Procedures 
[ 68.52(b )(7) l: Operating procedures shall address consequences of deviations and 
steps required to correct or avoid deviations. 

• Operating procedures· did not address consequences of deviations and steps 
required to correct or avoid deviations. 

3. Requirement found at Subpart C- Prevention Progran1 - Operating Procedures 
(68.52(b)(8)]: Operating procedures shall address equipment inspections. 

• Operating procedures did not address equipment inspections. 

4. Requirement found at Subpart C - Prevention Program - Operating Procedures 
(68.52(c)I: The owner or operator shall ensure that the operating procedures are 
updated, if necessary, whenever a major change occurs and prior to start-up of the 
changed process. 

• Operating procedures were not updated when a vapor recovery line '"'as added to 
the covered process. 

5. Requirement found at Subpart C - Prevention Program - Maintenance 
[68.56(a)): The owner or operator shall prepare and implement procedures to 
maintain the on-going mechanical integrity of the process equipment. The owner or 
operator may use procedures or instructions provided by covered process equipment 
vendors or procedures in Federal or state regulations or industry codes as the basis for 
stationary source maintenance procedures. 

• Written procedures were not available to maintain the on-going integrity of the 
process equipment. 

6. Requirement found at Subpart C - Prevention Program - Maintenance 
[68.56(d)]: The owner or operator shall perform or cause to be perfom1ed inspections 
and tests on process equipment. Inspection and testing procedures shall follow 
recognized and generally accepted good engineering practices. The frequency of 
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inspection and tests of process equipment shall be consistent with applicable 

manufacturer’s recommendation, industry standards or codes, good engineering 

practices, and prior operating experience.

■ Inspections and testing were not performed on the pressure vessels and associated 
piping.

■ Documentation of inspection and testing of the pressure relief valves was also 

unavailable.

Recommendation:

1. Evaluate whether or not the Baxter qualifies for the Normally Unoccupied Remote 

Facility (NURF) PSM exemption based on the OSHA Standard Interpretations found at: 

http://www.osha.gov/pls/oshaweb/owadisp.show _document?p _lable=INTERPRET AT 10 

NS&p_id=25058

a. Based on information provided during the inspection, an employee is normally 

present at Baxter Compressor Station.

The proposed penalty amount for the violations will be calculated using the Combined 

Enforcement Policy for CAA Section 112(r) Risk Management Program which is found at the 

following link:

http://epa.gov/compliance/resources/policies/civil/caa/stationary/caal 12r-enfpol.pdf

2

• • 
inspection and tests of process equipment shall be consistent with applicable 
manufacturer's recommendation, industry standards or codes, good engineering 
practices, and prior operating experience. 

• Inspections and testing were not performed on the pressure vessels and associated 
p1pmg. 

• Documentation of inspection and testing of the pressure relief valves was also 
unavailable. 

Recommendation: 

1. Evaluate whether or not the Baxter qualifies for the Normally Unoccupied Remote 
Facility (NURF) PSM exemption based on the OSHA Standard Interpretations found at: 
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a. Based on information provided during the inspection, an employee is normally 
present at Baxter Compressor Station. 

The proposed penalty amount for the violations will be calculated using the Combined 
Enforcement Policy for CAA Section l l 2(r) Risk lVlanagement Program which is found at the 
following link: 

http:l/epa.gov/compliance/resources/policies/civil/caa/stationary/caal l 2r-enfpol.pdf 

2 



nj
j-
.u
m

tr
tn
nj

n
□□a
a
HI
3-
m

o~
□
□
r-

U.S. Postal Service
CERTIFIED MAIL RECEIFM
(Domestic Mail Only; No Insurance CoveredWrov

For delivery information visit our website at www us

OFFICIAL USE

Certified Fee

Relum Receipt Fee 
(Endorsement Regured}

ReeWded Detvery Fee 
(Endotsemeni Regured;

Totei I

rSertTo

Street f 

orPOB

'dhy.'SU

Robert K ng 

Environmental Analyst 

Xcel Energy

1800 Larimer Street, Suite 1300 

Denver, CO 80202-1414

PS Form MOO. Auqutl 2006 Sec Huvpf m« lo« Inslr ucllons .

| SENDER: COMPLETE THIS SECTION
COMPLFTE THIS SECTION ON DELIVERY

■ Complete Items 1,2, and 3. Also complete
Item 4 if Restricted Delivery is desired.

■ Print your name and address on the reverse 

so that we can return the card to you.

■ Alt h this card to the back of the mailpiece, 
or on the front if space permits.

o' ReoiivedAy ( R&tec1 Name) C. Date of Oefivery

7 (icfltl merdl-l-lO t/

1. Article Addressed to: ^ g ^

Robert King
Environmental Analyst
Xcel Energy

0. Is datuary address differeH from item Yl U Yes
If YES. antar delivery address below: O No

JUN 1 02011 J
Vv a)

1800 Larimer Street, Suite 1300
Denver, CO 80202-1414

V

------------------------ 1—---------------------
3. Service Type

C? Certified Mall □ Express Mail

□ Registered □ Return Receipt for Merchendiae

□ Insured Mail □ C.O.D.

4. Restricted Delivery? (Extra Fee) □ Yes

2. Number

(transfer from service label) 700=1 3410 0000 3b42

PS Form 3811, February 2004 Domestic Return Receipt 1029964tt-fcMS40

nJ 
3" 
..D ,.,, 

• 
-

U.S. Postal Service ... 
CERTIFIED MAIL, .. RECEIA. -
,0omn,1c Mall Only; No In~~ Covers ovldcd} 

• 

r- .__ _______ _::.,____;__:___"T-_..;;.__,;;., __ _____ 

Ir ..,, 
ru 

□ 
C 
□ 
C 

□ n 
::r ,.,, 
Ir 
C 
□ r-

Robert King 
Environmental Analyst 

eel Energy 

1800 Larimer Street, Suite 1300 
Denver, CO 80202-1 414 

• II 

SENDER: COMF'LL TL 'IIIS SECT/Qr,. 

• 

2. 

Kobert King 

Environment I Analyst 
eel Energy 

1800 Larim r Str t, Suite 1300 
Denver, CO 80202 1414 

(J; 7009 3410 



CAA § 112(fl AND EPCRA § 312 
INSPECTION REPORT 
Baxter Compressor Station 

Garfield County, Colorado

Facility Name and Address: Date of Inspection: 4/28/11

Baxter Compressor Station EPA ID #: COOOO103 8694

Sect. 3, T8S, R104W TRI #: n/a

Garfield County, Colorado 81525 RMP#: 1000 0001 9641

Mailing Address: SIC/NACIS: 211112
4653 Table Mountain Drive # Employees this location: unmanned
Golden, Colorado 80403

Telephone: 720-497-2114

Program Level: 2

INTRODUCTION AND BACKGROUND

This report presents the findings of the Clean Air Act (CAA) 112(r) and Emergency 

Planning and Community Right-to-Know Act (EPCRA) 312 inspection conducted by 

Greg Bazley on April 28, 2011 at the Baxter Compressor Station (Baxter) in Garfield 

County, Colorado. The purpose of this inspection was to determine compliance with the 

Risk Management Program (RMP) Requirements as required by CAA 112(r)(7) and the 

Inventory Reporting Requirements as required by EPCRA 312. The inspection was 

announced by certified prior to the inspection.

FACILITY DESCRIPTION

Baxter, owned by Xcel Energy, Inc., processes 2-6 mmscf7day of natural gas from the 

Dakota formation in Western Colorado. Baxter provides compression, dehydration, and 

natural gas liquid (NGL) recovery to the incoming natural gas stream. The natural gas 

that has been treated is supplied to the city of Grand Junction. The NGLs removed from 

the natural gas stream are stored in two storage tanks and then shipped out by truck to be 

further processed into gasoline and other end products. The two storage tanks have 

volumes of 10,800 and 4,500 gallons. The larger storage tank is supplied from the JT 

skid and the smaller tank is supplied by the three-phase separator at the inlet of the plant.

Baxter is considered an unmanned facility. There are six total operators that can perform 

tasks at the facility. The Lower Valley Fire District would respond in the event of a 

release.

• • 
CAA§ 112(r) AND EPCRA § 312 

INSPECTION REPORT 
Baxter Compressor Station 
Garfield County,. Colorado 

Facility Name and Address: 
Baxter Compressor Station 
Sect. 3, T8S, Rl04W 
Garfield County, Colorado 81525 
Mailing Address: 
4653 Table Mountain Drive 
Golden, Colorado 80403 
Telephone: 720-497-2114 
Program Level: 2 

INTRODUCTION AND BACKGROUND 

Date of Inspection: 4/28/11 
EPA ID #: COO00 103 8694 
TRI#: n/a 
RMP #: 1000 0001 9641 
SIC/NACIS: 211112 
# Employees this location: unmanned 

This report presents the findings of the Clean Air Act (CAA) 112(r) and Emergency 
Planning and Community Right-to-Know Act (EPCRA) 312 inspection conducted by 
Greg Bazley on April 28, 2011 at the Baxter Compressor Station (Baxter) in Garfield 
County, Colorado. The purpose of this inspection was to determine compliance with the 
Risk Management Program (RMP) Requirements as required by CAA l l 2(r)(7) and the 
Inventory Reporting Requirements as required by EPCRA 312. The inspection was 
announced by certified prior to the inspection. 

FACILITY DESCRIPTION 

Baxter, owned by Xcel Energy, Inc., processes 2-6 mrnscf/day of natural gas from the 
Dakota formation in Western Colorado. Baxter provides compression, dehydration, and 
natural gas liquid (NGL) recovery to the incoming natural gas stream. The natural gas 
that has been treated is supplied to the city of Grand Junction. The NG Ls removed from 
the natural gas stream are stored in two storage tanks and then shipped out by trnck to be 
further processed into gasoline and other end products. The two storage tanks have 
volumes of 10,800 and 4,500 gallons. The larger storage tank is supplied from the JT 
skid and the smaller tank is supplied by the three-phase separator at the inlet of the plant. 

Baxter is considered an unmanned facility. There are six total operators that can perform 
tasks at the facility. The Lower Valley Fire District would respond in the event of a 
release. 



INSPECTION AND RECORDS REVIEW

Inspector(s):

Greg Bazley, EPA - Region VIII

Persons Interviewed:

Bob King, Environmental Analyst 

Glenn, Operator

A facility tour was conducted including the two NGL storage tanks and the loading rack. After 

the tour a document review was conducted in the Baxter office.

The process chemical(s) are listed below:

Chemical Name Quantity (lbs.)

Flammable mixture chemical components 77,681

ENFORCEMENT HISTORY 

• No prior enforcement history 

INSPECTION FINDINGS 

RMP-CAA 112(r)7:

1. Requirement found at Subpart C - Prevention Program - Safety

Information (68.48(a)(4)]: The owner or operator shall compile and maintain 

the following up-to-date safety information related to the regulated substances, 

processes, and equipment, including equipment specifications.

EPA’s General RMP Guidance: Equipment Specifications. You must 

document any equipment you use to store, repackage, or move regulated 

substances. Equipment specifications will usually include information on 

the materials of construction, actual design, and tolerances. The vendor 

should be able to provide this information; you may have the specification 

in your files from the time of purchase. You are not expected to develop 

engineering drawings of your equipment to meet this requirement.

■ Equipment specifications were not available for the hoses used to 

transport NGLs.

■ Equipment specifications were not available for the two storage tanks. 

Baxter personnel indicated that equipment specifications may be located 

at Xcel’s engineering office located in Denver, Colorado.
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A facility tour was conducted including the two NGL storage tanks and the loading rack. After 
the tour a document review was conducted in the Baxter office. 

The process chemical(s) are listed below: 

Chemical Name 

Flammable mixture chemical components 

ENFORCEMENT HISTORY 

• No prior enforcement history 

INSPECTION FINDINGS 

RMP - CAA ll2(r)7: 

Quantity (lbs.) 

77,681 

1. Requirement found at Subpart C - Prevention Program - Safety 
Information [68.48(a)(4)]: The owner or operator shall compile and maintain 
the following up-to-date safety information related to the regulated substances, 
processes, and equipment, including equipment specifications. 

EPA's General RMP Guidance: Equipment Specifications. You must 
document any equipment you use to store, repackage, or move regulated 
substances. Equipment specifications ·will usually include infonnation on 
the materials of construction, actual design, and tolerances. The vendor 
should be able to provide this information; you may have the specification 
in your files from the time of purchase. You are not expected to develop 
engineering drawings of your equipment to meet this requirement. 

• Equipment spectfications were not available for the hoses used to 
transport NGLs. 

• Equipment specifzcations were not available for the two storage tanks. 
Baxter personnel indicated that equipment specifications may be located 
at Xcel 's engineering office located in Denver, Colorado. 



2. Requirement found at Subpart C - Prevention Program - Operating 

Procedures (68.52(b)(7)]: Operating procedures shall address consequences 

of deviations and steps required to correct or avoid deviations.

■ Operating procedures did not address consequences of deviations and 

steps required to correct or avoid deviations.

3. Requirement found at Subpart C - Prevention Program - Operating 

Procedures [68.52(b)(8)]: Operating procedures shall address equipment 

inspections.

■ Operating procedures did not address equipment inspections.

4. Requirement found at Subpart C - Prevention Program - Operating 

Procedures (68.52(c)]: The owner or operator shall ensure that the operating 

procedures are updated, if necessary, whenever a major change occurs and 

prior to start-up of the changed process.

■ Operating procedures were not updated when a vapor recovery line was 

added to the covered process.

5. Requirement found at Subpart C - Prevention Program - Maintenance 

(68.56(a)): The owner or operator shall prepare and implement procedures to 

maintain the on-going mechanical integrity of the process equipment. The 

owner or operator may use procedures or instructions provided by covered 

process equipment vendors or procedures in Federal or state regulator or 

industry codes as the basis for stationary source maintenance procedures.

■ Written procedures were not available to maintain the on-going integrity 

of the process equipment.

6. Requirement found at Subpart C - Prevention Program - Maintenance 

[68.56(d)]: The owner or operator shall perform or cause to be performed 

inspections and tests on process equipment. Inspection and testing procedures 

shall follow recognized and generally accepted good engineering practices. 

The frequency of inspection and tests of process equipment shall be consistent 

with applicable manufacturer’s recommendation, industry standards or codes, 

good engineering practices, and prior operating experience.

■ Inspections and testing was not performed on the pressure vessels and 

associated piping. Documentation of inspection and testing of the 

pressure relief valves was also unavailable.
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2. Requirement found at Subpart C - Prevention Program - Operating 

Procedures [68.S2(b)(7)]: Operating procedures shall address consequences 
of deviations and steps required to correct or avoid deviations. 

• Operating procedures did not address consequences of deviations and 
steps required to correct or avoid deviations. 

3. Requirement found at Subpart C - Prevention Program - Operating 
Procedures 168.52(b)(8)1: Operating procedures shall address equipment 
inspections. 

• Operating procedures did not address equipment inspections. 

4. Requirement found at Subpart C - Prevention Program - Operating 
Procedures 168.52(c)): The owner or operator shall ensure that the operating 
procedures are updated, if necessary, whenever a major change occurs and 
prior to start-up of the changed process. 

• Operating procedures were not updated when a vaporrecovery line was 
added to the covered process. 

5. Requirement found at Subpart C - Prevention Program - Maintenance 
[68.56(a)I: The owner or operator shall prepare and implement procedures to 
maintain the on-going mechanical integrity of the process equipment. The 
owner or operator may use procedures or instructions provided by covered 
process equipment vendors or procedures in Federal or state regulator or 
industry codes as the basis for stationary source maintenance procedures. 

• Written procedures were not available to maintain the on-going integrity 
of the process equipment. 

6. Requirement found at Subpart C - Prevention Program - Maintenance 
[68.56(d)): The owner or operator shall perform or cause to be performed 
inspections and tests on process equipment. Inspection and testing procedures 
shall follow recognized and generally accepted good engineering practices. 
The frequency of inspection and tests of process equipment shall be consistent 
with applicable manufacturer's recommendation, industry standards or codes, 
good engineering practices, and prior operating experience. 

• Inspections and testing was not performed on the pressure vessels and 
associated piping. Documentation of impection and testing of the 
pressure relief valves was also unavailable. 



Recommendations:

1. Evaluate whether or not the Baxter qualifies for the Normally Unoccupied Remote 

Facility (NURF) PSM exemption based on the OSFIA Standard Interpretations 

found at:

http://www.osha.gov/Dls/oshaweb/owadisp.show document?p table=INTERPRE 

TATlONS&p id=25058

a. Based on information provided during the inspection, an employee is 

normally present at the Baxter.

b. 1910.119(b) — "Normally unoccupied remote facility" means a facility 

which is operated, maintained or serviced by employees who visit the 

facility only periodically to check its operation and to perform necessary 

operating or maintenance tasks. No employees are permanently stationed 

at the facility. Facilities meeting this definition are not contiguous with, 

and must be geographically remote from all other buildings, processes, or 

persons.

Tier II - EPCRA 312:

No violations were found during the inspection 

Form R/A-EPCRA 313:

Not applicable

Greg Bazley, EPA Inspector 

EPCRA/CAA 112(r) Enforcement Program

Attachments:

1. Notice of Inspection

2. Plant through-put numbers

3. Inspection notes

• • 
Recommendations: 

1. Evaluate whether or not the Baxter qualifies for the Normally Unoccupied Remote 
Facility (NURF) PSM exemption based on the OSHA Standard Interpretations 
found at: 
http://www.osha.gov/pls/oshaweb/owadisp.show document?p table=INTERPRE 
TATIONS&p icl=25058 

a. Based on infonnation provided during the inspection, an employee is 
normally present at the Baxter. 

b. 1910. I 19(b) - "Normally unoccupied remote facility" means a facility 
which is operated, maintained or serviced by employees who visit the 
facility only periodically to check its operation and to perform necessary 
operating or maintenance tasks. No employees are permanently stationed 
at the facility. Facilities meeting this definition are not contiguous with, 
and must be geographically remote from all other buildings, processes, or 
persons. 

Tier JI - EPCRA 312: 

No violations were found during the inspection 

Form R/A-EPCRA 313: 

Not applicable 

Greg Bazley, EPA Inspector 
EPCRA/CAA l l 2(r) Enforcement Program 

Attachments: 
1. Notice of Inspection 
2. Plant through-put numbers 
3. Inspection notes 



Jh'

v cU-^y ^ V*' L ______________

<ok' d —=* vwf Lult **b

|,v

i f;\t^ (f^n ^

»S

VH

l^rk \ * I O ft0 & s)*H*

•*- ^ \y^

/*i 1m^<s, Ctnln,}

tn **L,l~-

n<
:fv>* J'l *5^'^

X/7F~? ^tj£otyDis -fa*. '?{**>'

6^ $ £cJs Oj/c J J^%_ W d ^

no* fa e>r

&Tj[0}y>w^_J^ |^ey Ijy ^Iteosrv

faC*fy/pli^/l1^ ays

M- h ',/''vl

lOvY^ Ofi\r

•••• 
. . l J. · / i )'b i l 
l 

s 

~ -\ .,,, 
Iv ,;-l, r· 

:,,..-f:, CtJ(/V1.:.tg i',, 50€>5 ~lt C1V'fr-cs-seo,"S" 

cl£ ~7 d" [t-i 1J .. 
rt ~k.: J ~ i1~vr /11 v. J (fl vJ 

( f Y'{~~ 8,rJ / o' b--,s,, r "r /n,/ 
~"' ,,,,.~t(.,,Lh'­
c;ysu,,, 

' 

..,, -- . \ ,.,. I o o o 'J"l inc. 
,,___ -s~ !hf 

t-/ouo G,v 

~(~\AS, lf6''J~ °frt1e-.t'I~ oyl 

bv, )~ f'o /ii,~ 04-ci Jvr ~ ~r-i-i 
b,..rn O~r 

G l-e-J,\" /l\A, \, "~ If'//" ,J "',, /,i,,.y ,: C; V p 
[At df ~ 0'1! f1rl f J Cl' }' 



II ___

(a 11 ("1^ j}y I 

tf-Wv^ «* Ctpjfc?

gfVy V^4 Lffc

E1C ^ iww^

^Jo \>>n\^/v\ V\\

fSs^ ?1P ^4S U&ltf

"/riTF

fa bf*h/r~l frtJfa , -7
■

S-AH t-^' 7«y,A 30 ^ ® iMf '

••• , 

r ' 
- \lv..Jl ,kJ 

w ,t ~ 
c;,,11½ <, \,ski 

1n ~vvq 
Jlr ¾co\, ~ r, 141 Q>i 

!Akv\ ~ ~h'lf Q~b 

f\-v [71-v\~J M lfv-s 

c,c lfv1 i)~L b ovJr.V, 

L \ 

•;Jo \)Jn~ "A\ fVD~ 
F, s 0-r ? ~ ; ~, 5 (!o~,-c f wl vf 

fJ. r o /ltl r,/.t,hi,. : ;i,l ~r/1,~ fVLf.J-r, x V4 
J r1' I;" 

/t1 )~) !VaJr,,/ ~Soft/11. - 7 



/li? lost // fUiy

^^ViyK *jw juth^ jo&iil/^

6d

*** ^ Ujp iJk tilrtr \ftfi ft )

/>V< t*£<
*/?

\

Cl/wltti fel nrix'^-Uvi

pit

^ W Y 'Wc<h|a/Al" v ^

1

iWbfa

VaAM1

/' 

( cW &si flu1J~, 5 

~11,~v-W, ~ \') 

\ V ~OJ 
\ '1,/1.:,.. \ 

kr,,,,\"'6 1 s r rvi "~s 

4 'l "'W"his p!i~l(rl'! 

/)JvJ-IY Vvi l~ f1'J'< D ,)Y!lr' 



T<wk ^ -
cnli ^ _j*

fikfl'il ^ fcjuAt

^ A /* nk, or h>

VrfJ- i*Au^ frkb M

\\ C 1YH ^y> Wtilfc. <3 i
I'VM) ---------------------------------- '

•-r••••••••-9.c,e •• 1 
,@)~ 

'la/4 ') fU5 vtoV ~ - (AW n k \"fl ~ V1 )141,Y\ % 
v~h~ ;\,i ~ 

(?,,6 kJ.W; l1 fp I i,v, oy t,,,~ µ,}, ,, t/4 
(UIL b ~ °' /r;,,1n ;41 

iH i\'I\ (JI' \wl,k a h'~ 



UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
REGION 8

1595 Wynkoop Street 
Denver, CO 80202-1129 

Phone 800-227-8917 
http://www.epa.gov/region08

Ref: 8ENF-AT APR 1 2 2011

CERTIFIED MAIL

RETURN RECEIPT REQUESTED

Larry Gierhart 

Manager of Gas Operations 

Baxter Compressor Station 

4653 Table Mountain Drive 

Golden, CO 80403

Re : Clean Air Act (CAA) § 112(r)7 Risk Management Plan (RMP) 

and Emergency Planning and Community Right-to-Know Act 

(EPCRA)

Dear Mr. Gierhart:

The U.S. Environmental Protection Agency (EPA) will conduct a compliance review 

at the Baxter Compressor Station Facility, located in Garfield Count)', Colorado (Section 3, T8S, 

R104W) on April 28, 2011. Compliance with the CAA § 112(r) program and EPCRA will be 

evaluated.

Greg Bazley, an EPA inspector, will arrive at the Baxter Compressor Station Facility on 

Thursday, April 28 at 9:00 A.M. After check-in and a brief opening meeting, EPA will begin the 

inspection. During the opening meeting, the inspection process will be explained. It would be 

appreciated if you would give a briefing relating to the site operations and then provide an 

opportunity for a visual inspection of the facility.

A records' review will be conducted as part of the compliance assessment at your 

location. It will be helpful and time-saving if you would gather and have available the 

information listed below for review:

1. Data supporting:

a. Risk Management Plan submission

i. Management Policies

ii. Process Safety Information; P&ID, Materials of Construction, safe limits, et al.

iii. Operating Procedures

iv. Training records

v. Original Process Hazard Analysis and last update or revalidation

vi. Mechanical Integrity, policy and records

. . . .. • • 
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 

REGION 8 

Ref: SENF-AT 

CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 

Larry Gierhart 
Manager of Gas Operations 
Baxter Compressor Station 
4653 Table Mountain Drive 
Golden, CO 80403 

1595 Wynkoop Street 
Denver, CO 80202-1129 

Phone 800-227-8917 
http://www.epa.gov/region08 

APR 1 2 2011 

Re : Clean Air Act (CAA) § l l 2(r)7 Risk Management Plan (RMP) 
and Emergency Planning and Community Right-to-Know Act 
(EPCRA) 

Dear Mr. Gierhart: 

The U.S. Environmental Protection Agency (EPA) will conduct a compliance review 
at the Baxter Compressor Station Facility, located in Garfield County, Colorado (Section 3, T8S, 
R104W) on April 28,201 l. Compliance with the CAA§ l 12(r) program and EPCRA will be 
evaluated. · 

Greg Bazley, an EPA inspector, will arrive at the Baxter Compressor Station Facility on 
Thursday, April 28 at 9:00 A.M. After check-in and a brief opening meeting, EPA vvill begin the 
inspection. During the opening meeting, the inspection process will be explained. It would be 
appreciated if you would give a briefing relating to the sire operations and then provide an 
opportunity for a visual inspection of the facility. 

A records' review will be conducted as part of the compliance assessment at your 
location. It will be helpful and time-saving if you would gather and have available the 
information listed below for review: 

1. Data supporting: 

a. Risk Management Plan submission 
i. Management Policies 
ii. Process Safety Information; P&ID, Materials of Construction, safe limits, et al. 
iii. Operating Procedures 
1v. Training records 
v. Original Process Hazard Analysis and last update or revalidation 
vi. Mechanical fntegrity, policy and records 



f

b. Release mitigation and emergency response program

2. Material Safety Data Sheets (MSDS’s) for the hazardous chemicals stored on site. Consumer 

products (e.g. cleaning supplies in consumer sized containers, etc) do not need to be 

included.

3. If applicable, copies of EPCRA § 312 Tier II Chemical Inventory reports provided to your 

designated State, local agencies and fire department over the past two years.

4. If applicable, rough estimates of the amounts of the large volume chemicals that are moved 

through the facility on an annual basis.

It is anticipated that the inspection will take 3-4 hours. Please note that § 112(r)(6)(L) 

ol the CAA provides facility employees the right to be involved in workplace inspections. To 

meet this requirement, please post this notice in a visible area and, if applicable, notify the 

employee representative(s) of this inspection. Should you or any employees have any questions 

prior to this inspection, please contact Greg Bazley at 303-312-6255.

David Cobb 

EPCRA/CAA 112(r) Enforcement Coordinator 

Technical Enforcement Program

SENDER: COMPLETE THIS SECT1

Complete Items 1,2. and 3. Also complete 
item 4 if Restricted Delivery is desired.
Print your name and address on the reverse 
so that we can return the card to you.
Attach this card to the back of the mailpiece, 
or on the front if space permits.

2
1. Article Addressed to:

Larry Gierhart 

Manager of Gas Operations 

Baxter Compressor Station 

4653 Table Mountain Drive 

Golden, CO 80403

n

B. Receivedpv(

COMPLETE THIS SECTION ON t

A Signature

X
□ Agent

□ Addressee

(Printed Name) of Delivery

D. Is delivery address different from item 1? E3Yes 

If YES, enter delivery address betow: □ No

^ j320//

3. Service Type x -
tf Certified Mail □ Express Mail

□ Registered □ Return Receipt for Merchandise

□ Insured Mail □ C.O.D.

4. Restricted Delivery? (Extra Fee) □ Yes

2. Article Number

(Transfer from service label) 70Dfl 1630 □□□□ 5154 46^
PS Form 3811, February 2004 Domestic Return Receipt 102S9S02-M-1540 •

2

• • r 

b. R lease mitigation and emergency response program 

2. aterial afety Data heels (M D s) for the hazardous chemicals stored on site. onsumer 
products (e.g. 1 aning upplies in consumer sized containers, etc) do not need to b 
included. 

3. If applicable c pies of • P 312 Tier [l h mica! In entor report pro id d to your 
d signated tat . local agencies and fire department o er the past two years. 

4. If applicable rough timal s of the amounts of th large volume chemicals that ar moved 
through the faci lity on an annual basis. 

It is anticipat d that th inspection will take 3-4 hours . Please note that I I 2(r) 6)(L) 
of the CAA pro id s facility employee the right to b involved in orkpla e insp tions. To 
m t this requir ment pleas post this notice in a isibl area and if applicable notify the 
empl e representati (s) of this inspe tion. hould ou ran emplo ees ha an que tions 
prior to this inspection please contact Greg Bazle at 303-312-6255. 

SENDER: COMPLETE THIS SECT/ 

■ Complete Items 1, 2, and 3. Also complete 
item 4 if Restricted Dellvery Is desired. 

■ Print your name and address on the reverse 
so that we can return the card to you. 

■ Attach this card to the back of the mailpiece, 
or on the front If space permits. 

1. ArticJ& Addressed to: 2 
Larry Gierhart 

anager of Ga p rations 
Baxter Compres or tation 
4653 Tab) Mountain Ori e 
Golden O 80403 

ff 
2. Artlcle Number 

B. Recelv~ ( Printed Name) 

'Kit . -z_... 
D. Is delivery address different from item 1? 

If YES, ent delivery address below: 

APR I 3 201, 

□ E'XJ)ress Mall 

3. Service Type 
jJCer1lftedMall 
0 Registered 
D Insured Mall 

0 Return Receipt for Merchandise 
D C.O.D. 

4. Restricted Dellvery? (E'xtra Fee) D Yes 

(Thlnsfer from service label) 7008 1830 □ DOD 5154 4899 

ordinator 

PS Form 3811, February 2004 Domestlc Return Receipt __ 102595-02-M-1540 t 

2 

) . . . 



xcelenergy.com

Xcel Energy"

RESPONSIBLE B* NATURE1*

Robert E. King, P.E.

Environmental Analyst

1800 Larimer Street, Suite 1300 
Denver, Colorado 80202-1414 
Phone: 303.294.2185 
Fax: 303.294.2859 
robert.king @ xcelenergy.com

www.xcelenergy.com

fJ Xcel Energy.!

Randy Roweton

Environmental Analyst

'(l Xcel Energy 
■ Es row111 u . , ATUAI~ 

Robert E. King, P.E. 
Environmental Analysl 

xcelenergy.com 

1800 Larimer Street, Suite 1300 
Denver, Colorado 80202-1414 
Phone: 303.294.2185 
Fax: 303.294.2859 
robert.klng xcelenergy.com 

'fl Xcel Energy._- -

Randy Roweton 
Environmental Analyst 

2538 Blichmann Avenue 
Grand Junction, Colorado 81505 
Phone: 970.244.2660 Cell: 970.250.8070 
Fax: 970.244.26J4 ~ .; H~H.~;110 
randal.roweton@xcelenergy.com 


